Generators Hours for 2015

Generators | Weekly Testing | Power Service | Maintenance Total Comments

No. Hours + Failure + Operations = Hours

G-1 344 10.0 2 44.6

G-2 31.6 8.5 40.1

G-3 17.3 17.3 Removed and replaced with Generator G-39

on August, 2015

G-4 375 9.2 2 46.9

G-5 37.8 9.7 2 47.7

G-6 314 8.9 2 40.5

G-7 335 8.6 2 42.3

G-8 30.9 2.4 2 33.5

G-9 324 8.2 3.2 43.8
G-10 30.9 8.3 2 394
G-11 32.6 8.7 2 41.5
G-12 45.1 8.9 2 54.2
G-13 31.1 8.5 2 39.8
G-14 314 7.5 1.2 40.1
G-15 31.5 8.4 2 40.1
G-16 30.73 7.67 0.81 39.21

G17 31.22 7.76 0.32 39.3

G18 31.62 7.3 2 39.12

G19 31.35 7.27 2 38.82
G-20 33.1 7.8 2 41.1
G-21 32.3 7.8 2 40.3
G-22 33.1 8.8 41.9
G-23 325 9.0 41.5
G-24 33.7 10.0 43.7
G-25 32.6 7.2 0.9 40.7
G-39 11 6.9 2.1 20.0 Installed on August, 2015
FM-1 32.7 9.6 0.2 42.5




